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Abstract 
The SERT I1 power conditioning was required t o  
These conditions meet severe operating conditions. 
include operation i n  vacuum, potential  differences 
of 4000 volts,  and frequent and unavoidable thrus- 
t e r  arcs. Techniques intended t o  provide satis- 
factory, r e l i ab le  performance for  a period of at 
l e a s t  s i x  months a re  discussed. The techniques 
described include 'lopen-to-vacuum" construction of 
magnetic components, automatic overload protection, 
conformal coating, and aluminum coated insulating 
sheets as bar r ie rs .  The performance of the suc- 
cessful power conditioning system t o  date i s  d is -  
cussed. 
Introduction 
The power conditioning development program 
for SERT I1 incorporated concepts t h a t  proved 
valuable i n  assuring i t s  long term performance for  
a six-month mission operating an e l ec t r i c  thruster.  
The power conditioning system described here was 
developed t o  power a 1 kW mercury ion thruster on 
the orb i ta l  SERT I1 spacecraft. 
the  SERT I1 progr and ' t s  r e su l t s  can be found 
i n  related r e p ~ r t ? ' , ~ > ~ f ,  covering the design 
and description of the SERT I1 spacecraft and the 
performance of the  ion thrus te r .  A brief des- 
cription of the  power conditioner i s  included i n  
t h i s  report but the reader i s  directed t o  a more 
de t a i l  d coverage i n  a paper by A. C .  Hoffman, 
e t  al.74) 
Information about 
The power conditioning system used for  the  
1364 SEBT I mission incorporated a sealed, pre- 
surized enclosure t o  ensure proper operation during 
its one hour useful mission l i f e .  The SERT I1 
system was  spec i f ica l ly  designed t o  perform a s ix-  
month mission. The techniques used should be of 
in te res t  t o  those who must decide between open or  
sealed construction and who must deal with the  
generation and use of high voltages i n  a confined 
volume. 
start-up problems of ion thrus te rs  should find the  
SERT I1 techniques par t icu lar ly  informative. 
Those acquainted with the  arcing and 
The information gained from the  development 
and application of t h i s  power conditioner covers 
several design areas. 
conditioner from both external and in te rna l  arcs 
i s  covered i n  de ta i l .  Current l imiting and momen- 
ta ry  supply shutdown were two techniques used 
successfully i n  the power conditioner design. 
open t o  vacuum construction was  selected from the 
several techniques available, as the  most l i ke ly  
t o  achieve success for a long term space mission. 
The extent t o  which open-to-vacuum construction 
techniques were used a re  described. 
Protection of the  power 
Late i n  the  development program, fa i lures  due 
This was  par- t o  internal arcing began occurring. 
t i cu l a r ly  f rus t ra t ing  due t o  the precautions d- 
ready taken. The subsequent investigation showed 
t h a t  outgassing was not the cause of the fa i lures .  
Success was achieved only a f t e r  the  addition of 
insulation ins ide  the power conditioner. Although 
the e f fec ts  of our corrective techniques a re  s t i l l  
under investigation some design guidelines a re  
drawn. The success of the  design is  further de- 
monstrated by i t s  performance i n  f l i gh t .  
Power Conditioner Description 
The power conditioner (P/c) converts solar 
c e l l  e l ec t r i ca l  power in to  power required t o  
operate a mercury ion bombardment thruster.  
SERT I1 solar  c e l l  array provides a nominal dc 
voltage output of 60 vol t s  during f u l l  beam thrus- 
t e r  operation. The P/C converts t h i s  i n t o  nine 
different e l ec t r i ca l  outputs t o t a l l i ng  approxi- 
mately 860 w a t t s  fo r  the  thruster.  The major 
amount of e l ec t r i c  power is  delivered a t  3000 
volts,  O b 2 5  amperes de. Nominal conversion e f f i -  
ciency i s  87 percent. 
Mechanical Description 
The 
The power conditioner with the  without cover 
i s  shown i n  Figs. 1 and 2 .  It i s  a rectangular 
box 20.5 in .  (52 em) long, 10.5 in. (26.7 em) wide 
and 5.5 in .  (14 em) high and weighs 32 l b  (14.5 k g ) .  
The nine e l ec t r i ca l  outputs a re  terminated on 13 
ceramic feedthroughs. 
spacecraft radiator.  The radiator is  sized t o  
maintain a temperature l e s s  than 120' F at rated 
operating conditions. 
The P/C i s  bolted t o  the  
Elec t r ica l  Characteristics 
Table I l i s t s  the rated e l ec t r i ca l  power out- 
put from the  power conditioner fo r  each of the  
nine supplies. 
typical operating values for each e l ec t r i ca l  supply. 
Some of the  power supplies (V5, V6) have outputs 
tha t  vary proportionately with input voltage. 
neutralizer bias supply 'V9" is  an experiment and 
not required t o  operate the thruster.  
outputs a re  provided t o  indicate the  condition of 
individual supplies. 
Also l i s t e d  i n  t h i s  t ab le  a re  the 
The 
Telemetry 
Description of Supplies 
Master inverter. - The master inverter which 
provides power t o  a l l  supplies except V5 and 6 
high voltages i s  a modified Jensen 
t h a t  operates a t  a nominal 8 KHz. 
Heaters (V2, V3 and V7). - These supplies 
receive power from the  master inverter.  A l l  three 
heater supplies, main vaporizer (Vil), cathode 
heater (!E), and neutralizer heater - vaporizer 
(V7) use magnetic amplifiers (mag amp) t o  control 
output power by pulse width modulation. 
of these supplies is  by feedback signals as shown 
i n  Fig. 3. 
Control 
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High voltage (V5, V6) .  - The screen (V5)  
supptE)consists of three modified Jensen inver- 
t e r s  . Each provides one t h i r d  of the  output 
voltage. 
se r ies  t o  obtain t h e  required +3000 volts .  A 
fourth redundant inverter can be commanded t o  
operate i n  the  ser ies  s t r ing  i f  one of the  other 
inverters  f a i l .  
similar t o  t h e  individual V5 inverter  module ex- 
cept the  output is negative 1800 volts  de. 
The r e c t i f i e d  outputs a r e  connected i n  
The accelerator supply (V6)  i s  
Floating de (V4, VlO) . - The anode supply 
(V4)  consists of a transformer and f u l l  wave bridge 
r e c t i f i e r  powered by the  master inverter.  It uses 
mag amp control t o  provide voltage regulation and 
current l i m i t .  
three values by ground command. 
supply ( n o )  consists of a transformer and ser ies  
inductor powered by the  master inverter with a 
f u l l  wave diode bridge f o r  rec t i f ica t ion .  
c i rcu i t  voltage is  nominally 400 vol ts .  This drops 
t o  approximately 15 vol t s  when the  thruster  keeper 
f i r e s .  Both the  V4 and V l O  supplies f l o a t  a t  the  
V5 potential ,  +3000 vol t s  de. 
The voltage can be controlled a t  
The cathode keeper 
open 
Neutralizer keeper supply (VE) . - The neutra- 
l i z e r  keeper supply (VE) consists of a transformer 
and ser ies  inductor powered by the  master inverter.  
The output i s  r e c t i f i e d  by a f u l l  diode wave 
bridge. The ser ies  inductor l i m i t s  the current.  
Neutralizer bias supply ( V 9 ) .  - The neutra- 
l i z e r  bias supply (V9)  provides both posi t ive and 
negative biases. For posi t ive bias,  neutralizer 
emission current flows through zener diodes t o  
cause a 25 or 50 vol t  bias.  For negative bias  an 
auxiliary c i r c u i t  consisting of a transformer 
powered by t h e  master inverter i s  used. The bias  
level  i s  selected by ground command. 
Operating Modes 
The thruster  requires a sequential turn on o f .  
supplies. This i s  provided by using interlocked 
command relays.  F i r s t ,  a preheat command is given 
t o  start t h e  master inverter  thus energizing the 
V3, V4, TI, VE and VlO supplies. Second, the  pro- 
pel lant  command applies power t o  t h e  thruster  
vaporizer by act ivat ing the  V2 supply. Finally,  
the operate command allows V5 and V6 inverters  t o  
start by removing shorts from stop windings and 
activating a base drive pulse generator. 
Control Circuits 
Main discharge ( I 2  a 14). - A voltage propor- 
t iona l  t o  the  anode current (14) is applied t o  t h e  
input of the comparator op amp. This s ignal  con- 
t r o l s  the  V2 mag amp t o  provide a controlled dis- 
charge i n  t h e  thruster .  This control is  connected 
only i n  t h e  propellant mode. 
Beam ( I 2  a 15). - A 10 ohm res i s tor  i n  the  
ground return t o  the  V5 high voltage supply pro- 
vides a feedback s ignal  proportional t o  beam 
current. This i s  compared with a fixed reference 
a t  the input of a comparator op amp. This s ignal  
causes the  V2 mag amp t o  control t h e  beam current. 
Command relays se lec t  the three reference values 
for  beam control at 75 ma, 200 ma, or 250 ma. 
Neutralizer (VE a 17).  - A s ignal  proportional 
t o  the  VE voltage i s  compared t o  a selectable 
reference potent ia l .  
mag amp t o  control the neutral izer  keeper voltage 
(VE) .  The threshold voltage a t  which control be- 
gins i s  s e t  by command relays which se lec t  specif ic  
reference potentials.  
available, 28 vol ts  and 22 vol ts .  
This s ignal  causes t h e  V7 
Two VE control points a r e  
Overload integration and shutdown. - The P/C 
ovei-load integrater  provldes f o r  an automatic shut- 
down when it reaches i t s  peak value. Resumption of 
operation must be by ground command through the 
normal s ta r tup  sequence. T h i s  shutdown function 
can be disabled'from the ground. 
Operation of System During Thruster Arcing 
Probable Location of High Voltage Breakdowns 
i n  a Thruster 
Any system which uses high voltage provides a 
poss ib i l i ty  f o r  voltage breakdown or arcing. 
ion thruster  has a combination of close spacings 
and a plasma which i s  highly conducive t o  periodic 
arcing. 
but many w i l l  continue u n t i l  the  power source i s  
i n t e r  u tea .  This i s  covered i n  d e t a i l  i n  Stover's 
paper f 6 7  . 
The 
Some of these arcs w i l l  s e l f  extinguish, 
Figure 4 shows a block diagram indicating 
some of the arc  paths possible i n  a thruster .  
There a re  two high voltage supplies (V5  and V6) 
plus four more supplies (Vi, V3, V4 and VlO) which 
f l o a t  a t  high voltage. This combination of sup- 
p l i e s  can r e s u l t  i n  a var ie ty  of overload condi- 
t ions due t o  arcing. An arc  from ei ther  the  V5 or 
V6 supply t o  ground resu l t s  i n  an overload o r  short  
on a s ingle  supply. An arc  from any of tne  f l o a t -  
ing supplies t o  ground r e s u l t s  i n  an overload on 
tha t  supply plus one on the V5 supply. Also, both 
supplies w i l l  be subjected t o  the  current from t h e  
supply with t h e  highest current ra t ing.  
i n  tab le  I, three  of the f loat ing supplies have 
current ra t ings a t  l e a s t  ten times larger  than the  
V5 supply. An arc  from one of the f loat ing 
supplies t o  the  negative V6 supply r e s u l t s  i n  an 
overload on three supplies. Again, t h e  high cur- 
ren t  ra t ing problem i s  present. The supplies i n  
the  power conditioner must be protected from all 
of the  above mentioned overloads. 
As  seen 
Possible Approaches t o  Handling Breakdowns 
Breakdowns across a supply. - There a re  a 
number of possible approaches t o  protect a power 
supply from shorts caused by arcing. F i r s t ,  t h e  
supply could be designed t o  support short  c i rcu i t  
current. However, this would require t h a t  the 
c i r c u i t  components be rated for  much higher cur- 
ren t  than they normally supply. Also, the  a rc  or 
short  would be ref lected back t o  the solar  array. 
Thfs could r e s u l t  i n  a very la rge  drop i n  the in-  
put voltage. Thus, a short  on one supply could 
severely a f fec t  all supplies. This i s  not a 
desirable approach. 
The second approach would be t o  provide some 
type of current l imit ing within each supply. 
simple way would be t o  inser t  a ser ies  resistance.  
However, t h i s  causes a power dissipation and re -  
sults i n  a lower efficiency. An inductance can 
also be inserted i n  the  ac portion of the c i r c u i t  
and provide current l imit ing with a much lower 
power loss. Circuits which require control of 
A 
t he i r  outputs - ei ther  voltage or current use a 
control device such as a magnetic amplifier or 
se r ies  regulator. This control device can be 
used t o  l i m i t  the  current besides providing the 
control function for  which it was or iginal ly  in-  
tended. 
A t h i rd  approach would be t o  turn  the supply 
off i n  the event of an overload. 
then not required t o  e i ther  supply a rc  current or 
t o  l i m i t  it. 
the arc  t o  extinguish. 
The supply is 
Turning off the  supply also allows 
Breakdowns between supplies. - There a re  a 
number of approaches t o  protect a high voltage, 
low current supply when a high current supply 
f loa t ing  on the high voltage i s  shorted t o  ground. 
F i r s t ,  those components which a re  subjected t o  
the high current of the f loat ing supply could be 
sized t o  withstand it. However, t h i s  would re -  
quire components of very la rge  wattage ra t ing  t o  
withstand the  current of the  f loat ing supply and 
the voltage of the  high voltage supply. 
case of r e c t i f i e r s ,  there  would be e i ther  higher 
leakage currents and/or higher forward drops which 
r e su l t  i n  poorer efficiency. 
In the  
A second approach would be t o  place a se r ies  
resistance i n  the low current supply t o  l i m i t  the  
current during the arc. While t h i s  does r e su l t  i n  
added losses, they need not be prohibitive since 
the high voltage supplies operate at  low current 
levels .  
A t h i r d  poss ib i l i ty  is t o  provide a bypass 
path for  the higher currents obtained during the 
arcs. While t h i s  means added Components, it has 
very l i t t l e  e f fec t  upon the  c i r cu i t  during normal 
operation. 
Successful Methods Used For SEBT I1 
Because so  many types of arcing conditions can 
occur, the SEBT I1 power conditioner protection was 
designed on the following bases: a) each supply 
must be capable of withstanding a short c i r cu i t  
across i t s  terminals for  an indef in i te  period of 
time, b) each supply must be capable of having 
e i ther  of i ts  output terminals shorted t o  ground, 
and e )  each supply must be capable of being shorted 
t o  any other supply. In addition, all supplies 
except the neutral izer  supplies have 6000 V i so la -  
t ion  between primary and secondary circui t ry .  
Current limiting. - The heater supplies ( W ,  
V3, and V7)  use mag amp control t o  provide a con- 
s t an t  power t o  a fixed r e s i s t i ve  load. Therefore, 
they have bui l t - in  current limits and can operate 
in to  a short c i r cu i t  indefini te ly .  
The two keeper supplies (V8, V l O )  are  r e -  
quired t o  provide ei ther  a few hundred vol ts  a t  
low currents (5  ma) or  a few tens of vo l t s  at 
higher currents (200 t o  300 m a ) .  To provide t h i s  
drooping type of character is t ic  as shown i n  Fig. 5, 
an inductor i s  placed i n  ser ies  with the primary. 
This provides build-in current l imit ing for  these 
supplies. 
The anode supply ( ~ 4 )  uses a magnetic ampli- 
f i e r  t o  provide controlled voltage t o  the load. 
By the addition of an extra  control loop, t h i s  . 
same magnetic amplifier is used t o  provide current 
l imit ing as well. The resul t ing charac te r i s t ic  is 
shown i n  Fig. 6. The anode supply has the highest 
current ra t ing  of any of the supplies i n  the power 
conditioner. This causes additional problems par- 
t i cu l a r ly  during a V4 t o  ground arc .  A s  shown i n  
Fig. 4, the path for  the a rc  current is through 
the V5 supply as well as  through the  V4 supply. 
While the V4 supply has i t s  bui l t - in  protection 
due t o  the current l imit ing of the magnetic ampli- 
f i e r ,  the  V5 supply is not protected for  t h i s  high 
v d u e  of current. 
sists of four br-idge r e c t i f i e r s  i n  se r ies  with a 
current sensing res i s tor .  The protection from the 
V4 a rc  current was i n t i a l l y  provided by a bypass 
diode across each V5 bridge. This r e su l t s  i n  a 
very e f f ic ien t  system since the only power lo s s ,  
under normal operation, i s  due t o  the  bypass diodes 
1eakage.current. The current sensing res i s tor  was 
only 0.25 ohms which a l so  kept the losses  qui te  
low. 
t o  ten  ohms i n  the f i n a l  design. This was  done 
t o  provide a be t te r  s ignal  t o  noise r a t i o  and a 
more accurate sensing of beam current. It was then 
decided t o  add 25 ohms additional se r ies  res i s -  
tance. This res is tance along with the voltage i n  
the bridge r e c t i f i e r s  provides the  current l i m i t -  
ing protection from the V4 t o  ground arc .  
t h i s  approach is l e s s  e f f ic ien t  than the or iginal  
one, it i s  f e l t  t o  be more re l iab le  and provide 
for  more accurate beam current sensing. A se r ies  
resistance was a l so  used i n  the V6 supply t o  l i m i t  
currents during arcs  such as  V5 t o  V6 or  V4 t o  V6. 
Since the  normal load current of V6 is only one or  
two milliamps, t h i s  can be done with l i t t l e  e f fec t  
on efficiency. 
The output of t h e  V5 supply con- 
The current sensing r e s i s to r  was increased 
While 
The protection of the  high voltage supplies 
from arcs  i s  accomplished by turning the supplies 
off momentarily (blink-o f technique). As  d is-  
cussed i n  Stover’s paperf6) many high voltage arcs 
which occur i n  a thruster  w i l l  not be extinguished 
u n t i l  the  power source is  turned of f .  Therefore, 
besides providing protection for  the  supply, the 
blink-off technique causes the arc  t o  be extin- 
guished. While the  high voltage supplies are  of f ,  
there i s  no beam coming from the  thruster  and the 
ions a re  no longer focused by the  two high voltage 
plates .  However, ions ( i n  excess of f u l l  beam 
leve ls )  a re  s t i l l  being produced i n  the thruster  
chamber since the other supplies a re  s t i l l  on 
(VZ i s  turned off with V5 and V6, but the  thermal 
lag  is  much too long for  any reduction i n  Hg flow 
during a s ingle  blink-off cycle). 
voltage a re  turned back on, the excess and de- 
focused ions cause an overload i n  the V5 supply 
for  a short period of time. Figure 7 i l l u s t r a t e s  
what a cycle would be l i k e  with an overload on the 
V5 supply. The supply turns off very rapidly, 
1 .0  msec, upon the occurrence of the arc. The 
supply remains off for  100 msec. (The off time 
was evaluated with a thruster  from 10 msec t o  5 
see with no noticeable difference i n  operation.) 
Upon turn-on there  i s  an overload on the screen 
current (15) for  a few milliseconds. A delay of 
approximately 10 msec has been placed i n  the t r i p -  
off c i r cu i t  t o  overcome t h i s  overload. I f  t h i s  
delay were not present, the t r ip -of f  c i r cu i t  would 
continuously cycle u n t i l  the  thermal lag  i n  the 
vaporizer (VZ load) had reduced the  mercury vapor 
leve l  i n  the thruster  t o  a low enough value s o  
tha t  I5  would no longer overload upon turn-on. 
This phenomenon i s  much more l i ke ly  t o  occur with 
V5 than V6 since the accelerator current (16) 
When the high 
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t r i p  leve l  i s  approximately 25 times the normal 
operating leve l  while t h e  I5 t r i p  l e v e l  is only 
1.2 times i t s  normal operating level .  Since these 
a r e  protective t r i p  levels  the  over design of the 
V6 supply is  apparent. 
Open-To-Vacuum Design 
Purpose and Objectives 
The voltage between various components and 
terminals mounted within t h e  power conditioner 
(PIC) can vary over a wide range. 
a re  a t  a few kilovolts,  posi t ive or negative. 
Others have al ternat ing voltages with peak values 
ranging between a few vol t s  and a f e w  kilovolts.  
The current capabili ty can a l so  vary over a wide 
range. 
50 millamperes. Another, at l e s s  than a hundred 
vol ts  ( the  power input c i r c u i t ) ,  w i l l  deliver up 
t o  20 amperes. It is  plain t h a t  we must provide 
a d ie lec t r ic  medium within the  PIC t o  prevent 
breakdown and arcing between c i rcu i t s .  
Some c i rcu i t s  
One high voltage curcuit  w i l l  deliver only 
We chose the  insulation system t o  meet the  
following requirements: (1) It must prevent break- 
down and arcing during s i x  months i n  orb i t  ( a t  
t o r r )  and during pref l ight  t e s t i n  both i n  
air (760 t o r r )  and i n  vacuum tanks t o r r ) .  
( 2 )  The insulat ion system must prevent breakdown 
and arcing over a range of temperatures from 
minus 30 degrees C t o  plus 1 2 0  degrees C, fo r  
example, i n  cyclic thermal-vacuum test ing.  
(3) It must continue t o  prevent breakdown and 
arcing a f t e r  the  PIC has been subjected t o  vibra- 
t i o n  and shock during pref l igh t  t e s t s  and launch. 
PossibLe Insulating Techniques 
Potting. - One type of insulat ion system 
could be t o  f i l l  t h e  PIC with potting compound. 
Another could be %he PIC, containing e i ther  a gas 
or a l iqu id  ( a t  about 760 t o r r ) .  
b i l i t y  i s  t o  use the  insulat ing properties of 
vacuum. The PIC f i l l e d  with potting compound 
would probably be heavier than any of the other 
systems. It could contain voids, possible l i k e  
those i l l u s t r a t e d  i n  Fig. 8.  Either a high di-  
e l e c t r i c  constant o r  low insulat ion resis tance 
of the  potting compound can r e s u l t  i n  over stres- 
sing the  gas within a void. During s i x  months 
operation i n  orbi t ,  or perhaps during thermal- 
vacuum test ing,  a void could leak t o  lower pres- 
sure. Figure 9 shows curves based on the Paschen 
breakdown curve f o r  small gaps i n  air. This shows 
tha t  leakage of a void t o  a lower pressure could 
resu l t  i n  destructive breakdown. 
A t h i r d  possi-  
Liquid o r  gas f i l l e d .  - A second type of in -  
sulat ion system could be the  PIC containing ei ther  
a l iqu id  or a gas. The l iqu id- f i l l ed  PIC would be 
heavier than t h e  gas-f i l led PIC and would require 
pressure r e l i e f  from thermal expansion of the  
l iquid.  
i n  an extremely compact design where conductors 
would be closely spaced. But it seems t o  be l e s s  
a t t rac t ive  than the  gas-f i l led PIC. 
PIC would have a t  l e a s t  a small posi t ive pressure 
(760 t o r r  a t  say 20° C )  i f  only t o  detect  leakage 
and t o  gain confidence i n  the gas s e a l  during pre- 
f l i g h t  tes t ing.  Loss of gas pressure could be 
disasterous, e i ther  i n  orb i t  or i n  vacuum tank 
tes t ing.  Figure 10 shows curves based on the  
The l iqu id  f i l l e d  PIC would be of i n t e r e s t  
The gas-f i l led 
Paschen breakdown curve f o r  la rge  gaps i n  air. 
!hey show t h a t  breakdown would occur within the 
PIC i f  i t s  pressure f e l l  in to  a c r i t i c a l  range. 
Shown i n  Fig. 11 are air  flow r a t e  curves f o r  two 
hole s izes .  
hole from 760 t o r r  i s  about lom3 tor r - l i t e r l sec .  
In 200 hours t h e  PIC would lose  about a ten th  of 
i t s  t o t a l  gas charge through this s i z e  hole, s o  
the pressure would f a l l  t o  about 690 t o r r  i n  200 
hours. This assumes no temperature variation. 
An acceptable leak r a t e  would be smaller than t h e  
one jus t  discussed. To val idate  t h e  existence of 
an acceptably low-leak r a t e  f o r  a number of power 
conditioners would take excessive t e s t  time. To 
be sure  those leak ra tes  would remain low through 
launch, thermal-cycling, and s ix  months i n  orb i t ,  
would be extremely d i f f i c u l t .  
The leak r a t e  through a 10 micron 
-. - The t h i r d  system i s  the PIC 
open t o  vacuum. During some pref l ight  t e s t s  the  
P/C would be a t  room ambient pressure. 
vacuum conditions the  PIC in te r ior  would vent down 
t o  a pressure near t h a t  of the  outside environment. 
Vacuum die lec t r i5  strength is  excellent; it can 
be as high as 10 vol ts  per cm. Possible problems 
with t h i s  system are  diffusion of mercury plasma 
or vapor in to  t h e  PIC and loca l  pressure concen- 
t ra t ions  within the  PIC. But whether or not the '  
PIC is vented t o  vacuum, some of t h e  output poten- 
t ials must be exposed t o  the vacuum environment. 
They w i l l  be exposed a t  t h e  PIC feed through termi- 
nals,  or i f  those a re  insulated, then a t  t h e  thrus- 
t e r .  Therefore, somewhere within the  spacecraft 
we could expect similar problems whether or not 
we chose t h i s  PIC insulation system. 
Under 
An open t o  vacuum insulat ion system was 
chosen f o r  the  SERT I1 power conditioner. 
qualified encapsulation and potting compounds 
would be used only where absolutely necessary. 
Space 
Package Design 
Layout. - Figure 12 is  a photo of the par- 
t i a l l y  assembled power conditioner shown res t ing  
on i t s  baseplate. A t  t h e  l e f t ,  mounted on the  
baseplate between v e r t i c a l  brackets, a re  four high- 
voltage transformers. 
seen i n  the  photo.) 
tubular high voltage f i l t e r  capacitors.  
the  second v e r t i c a l  bracket from the  l e f t ,  between 
the  transformers, a re  mounted four pair  of power 
t ransis tors .  
(Only three of them can be 
Between t h e  transformers a r e  
And on 
Note t h a t  there  i s  a d i rec t  line-of-sight 
spacing between high-voltage transformer terminals 
and low-voltage t rans is tor  terminals. There is 
also a d i rec t  l i n e  of s ight  between these terminals 
and the  PIC baseplate which a r e  at spacecraft 
potent ia l .  
and 'the baseplate of 1 em i s  maintained i n  the 
layout of the  PIC. 
t ion  strength of vacuum is re l ied  upon en t i re ly  
t o  prevent breakdown and arcing. 
A minimum spacing between terminals 
In these locations the  insula- 
Venting. - Referring again t o  Fig. 1, the  
vented, high voltage terminal cover can be seen 
a t  the  l e f t .  The main cover i s  vented with about 
200 3/8-inch diameter screened holes. 
a re  made i n  double w a l l  panels with e i ther  nine 
or  twelve holes per panel. 
shown i n  Fig. 13. 
cover surface i s  open through these holes. These 
These holes 
A cross section is  
About 3-112 percent of the  
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vents were designed t o  carry the out assing load 
from inside the P/C at about 1 X 10' t o r r  pres- 
sure drop. This pressure i s  low enough t o  provide 
good d ie l ec t r i c  strength i n  orb i t  and during t e s t s  
i n  vacuum tanks. 
versus time) shows the  measured performance of 
these vents (although adequate, t h i s  is not t he  way 
the  P/C was flown. As explained later, arclng 
problems, believed t o  be caused by inadequate out- 
gassing, prompted making half of the  holes extend 
through the double w a l l . )  Obviously, loca l  pres- 
sure within the  P/C w i l l  be affected by lo- nation 
of the vent holes and the  major sources of out- 
gassing. 
gasses can a f f ec t  l oca l  pressure. 
Figure 14 (curves of pressure 
A l s o  flow re s t r i c t ions  and entrapped 
Materials. - I n  general, t he  outgassing 
character is t ics  required of materials used i n  the 
P/C a re  (1) low vo la t i l e  content (2) rapid release 
vola t i les ,  and (3) low long-term outgassing ra tes .  
These factors  w e r e  considered i n  the  detailed 
select ion of P/C materials. 
s i l i con  rubber insulated w i t h  a semiconductive 
coating between t h e  wire and i ts  insulation. Low- 
voltage wire i s  Teflon* insulated. Components are 
bonded t o  c i r cu i t  boards and the baseplate with 
RTV (DC3145). Circuit boards a re  glass  melamine 
coated with epoxy varnish. Table I1 shows the  
outgassing ra tes  of some materials used i n  the 
transformers. 
High-voltage wire i s  
Open-to-vacuum transformer construction. - 
Figure 15 i s  a photo of t he  transformer for  a 
high-voltage high-power inverter  module which is  
representative of a l l  high voltage magnetics. It 
consists of two co i l s  wound on f iberglass  laminate 
bobbins, which a re  f i t t e d  over stacked core lami- 
natians. Each c o i l  has a b i f i l a r  primary winding 
of three layers  of number 22 insulated wire. In- 
sulat ion between layers is  0.005 inch synthetic 
mica. 
shield, and over , tha t  i s  a 0.035 inch s i l icon  
fiberglass bobbin for  the secondary winding. The , 
secondary winding has s i x  layers  of number 29 
insulated wire separated by 0.005 inch synthetic 
mica insulation. 
Over the  primary is  a 0.005 inch copper 
Holes i n  the flanges of the f iberglass  bobbins 
vent the space between the  windings. 
t i c a l  space around high voltage windings no potting 
materials were used. 
In  the  c r i -  
Internal  Arcing 
Having considered the  s ignif icant  design fea- 
tures  of the P/C, we now move i n t o  a discussion of 
the lessons learned from P/C tes t ing  program and 
i t s  associated problems. 
W i f e s t a t i o n  of the Problem of External Arcing 
The in te rna l  arcing problem was elusive 
because of the  way it gradually manifested i t s e l f .  
It caused failures i n  first one area of the P/C 
and then another. These fa i lures  w i l l  be discussed 
i n  about the same order they occurred. 
Screen supply fuse fa i lures .  - The screen 
supply (V5)  modules a re  each equipped with a 10 amp 
fuse i n  the i r  input. The purpose of t h i s  fuse is 
* Trademark, W o n t  Compw 
t o  remove any defective module from the dc input 
bus. 
,ing t e s t s  i n  vacuum. 
a t  the  time of high voltage start up or  d u r i q  a 
thrustor  arc. 
throughout the  development phase i n  both experi- 
mental and prototype P/C's. 
rent  surges a t  high voltage turn  on could be the  
cause of the  fa i lures .  It was  a l so  possible tha t  
the  V5 fuses used were defective. Lab t e s t s  l a t e r  
showed that neither suspicion was r igh t .  S t a r t  up 
t ransients  were gentle and w e l l  within the  rated 
fuse capacity. -Likewise, the  fuses were found t o  
meet the  manufacturer's specifications for  current 
ra t ings and opening times. Though investigations 
continued fo r  the  next few months these fa i lures  
of the V5 screen supply ~ s e s  remained unexplained 
u n t i l  later i n  the  investigation. 
These screen supply fuses began t o  fa i l  dur- 
The failures usually occurred 
These fa i lures  occurred randolnly 
We suspected tha t  cur- 
Anode supply r e c t i f i e r  fa i lure .  - A s  t he  pro- 
totype t e s t  program continued the power conditioner 
was plagued with another recurring component f a i -  
lure .  
anode supply (V4). 
supply produces about 40 vol t s  dc a t  1 t o  3 amps, 
and is  f loated at the V5 screen potent ia l .  Again, 
these fa i lures  usually occurred during start up or  
during arcs. 
grams w e r e  i n i t i a t ed  t o  f ind  and cure these f a i l -  
ures. The smaller of the two programs was  t o  con- 
t inue investigating the V5 fuse problem and the 
larger  was t o  investigate and solve the  anode sup- 
ply diode fa i lures .  
These were the rec t i fy ing  diodes i n  the  
As  s ta ted  ear l ie r ,  the  anode 
Two para l l e l  supporting t e s t  pro-' 
Arc propagation t o  low voltage bus. - In  the 
course of the anode f a i lu re  tes t ing,  a PIC was run 
i n  a small vacuum tank where it could be viewed 
by t e s t  personnel and i ts  e l ec t r i ca l  parameters 
measured and recorded. Arcs were seen s o  we in-  
s t a l l ed  a camera aimed at the area of in te res t ,  
opened the shut ter  and operated the P/C. When an 
a rc  indication appeared on the  telemetry, the  
f i l m  was advanced and developed. The locat ion of 
most of the arcs  could be determined from the  pic- 
ture. It was  during t h i s  tes t ing  tha t  the last  
and most fearsome manifestation of the in te rna l  
arcing problem occurred. See Fig. 16. A P/C was 
being tes ted  under high vacuum conditions. The 
s t a t  up was normal through preheat and propellant 
mode. 
large current t ransient  was recorded on the input 
bus and an imnediate automatic shut down occurred. 
When we l a t e r  opened the  P/C we found serious 
damage t o  everything i n  the anode supply area. 
It was apparent t h a t  the  primary s ide of t he  anode 
supply transformer had arced t o  ground. 
When high voltage turn on was attempted a 
Investigations and Solutions 
To make o w  investigations as systematic as  
possible within the time frame allowed, we f i r s t  
attempted t o  l i s t  the suspected causes of our 
fa i lures .  Apparently, the fa i lures  were associated 
with a phenomena tha t  w a s  most evident at high 
voltage start up and provided a momentary conduc- 
t i on  path. 
poss ib i l i t i es .  
The following were considered as  
Outgassing. - The outgassing theory was the  
leading contender ear ly  i n  the investigation. 
Theories as  t o  the source of the  outgassing ranged 
from leaking components t o  gas trapped on the many 
surfaces of the  P/C. To determine the outgassing 
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r a t e  of the  P/C, tests were run measuring gas pres- 
sure  inside and outside the  P/C duri a pump down. 
The curve i n  Fig. 14 shows that the  T C  inside 
pressure remained about lom4 t o r r  above the  tank 
pressure. 
of the gas by placing baff les  i n  the  suspected 
axeas inside the  PIC t o  i so l a t e  these areas. 
were hot  able t o  loca te  any spec i f ic  source by t h i s  
technique. 
forced in to  a PIC i n  the hope tha t  the helium would 
permeate the gas t r ap  and then later be detected by 
a helium leak  detector. 
We t r i e d  t o  t rack  down a specif ic  source 
We 
I n  another attempt helium gas was 
Again the  r e su l t s  were negative and no "trap" 
Various hermetically sealed components was  found. 
such as  e lec t ro ly t ic  capacitors and encapsulated 
devices were tested for  material leakage. 
leakers were found. 
No 
Attempts were made t o  ident i fy  the products 
exuded by a PIC while it was heated i n  a vacuum. 
A scanning mass spectrum analyzer was used. 
The analyzer output showed the presence of ni t ro-  
gen, water and some heavier molecules believed 
associated with RTV polymers. These gases a re  
normally expelled during curing and with t i m e  re- 
duce t o  very low concentrations. 
To reduce the post cure outgassing we there- 
fore  increased the high temperature bake i n  vacuum 
to 240' F for  100 hours. 
P/C could reabsorb gases when exposed t o  atmosphere, 
so we modified the PIC t e s t  procedures t o  include a 
1 2  hour vacuum bake at 140' F pr ior  t o  each s tar tup.  
Also the f l i g h t  spacecraft was modified t o  include 
heaters t o  w a r m  up and outgas the  PIC i n  orb i t  
p r io r . t o  operation. We a lso  increased the venting 
r a t e  of the PIC'S by redesigning the cover vent 
holes for  s t ra ight  through flow. 
tes t ing  showed tha t  while the added cover holes in-  
creased the PIC venting r a t e  they were not neces- 
sary for  successful operation. ) 
Some substances i n  the 
(Post launch 
Magnetic f ie lds .  - It was t he  primary termi- 
nals of the anode supply transformers tha t  received 
the most damage during the in te rna l  power arcs  as 
shown i n  Fig. 7. These transformers a re  powered by 
a single 8 KHz osc i l la tor  and t h e i r  secondaries are 
a t  high voltage. 
A theory was advanced tha t  possibly the s t ray  
magnetic f lux from these transformers could cause 
charged par t ic les  i n  the area t o  be accelerated 
thus promoting secondary ionization. This could 
cause breakdown of the low voltage bus t o  ground. 
mgnet ic  surveys showed tha t  the  ac f i e lds  were 
approximately 3 gauss rms. The dc f i e l d  i n  the  
area of the  V4 anode supply inductor was 80 gauss. 
We though t  we had f ina l ly  found the cause of 
the fa i lures  u n t i l  it was demonstrated tha t  the 
fa i lures  s t i l l  occurred with the  inductor removed. 
It might be mentioned tha t  magnetics a l so  were 
a candidate i n  the search for  the  cause of the  
screen supply fuse fa i lures  a t  the opposite end of 
the  PIC. 
f a i l  a fuse at well below i t s  rated current. This 
was not a melting of the l i n k  but a fa t igue frac-  
tu re  caused by placing the fuse i n  a strong de 
magnetic f i e l d  then tuning the ac current (through 
Our t es t ing  demonstrated tha t  we could 
the fuse) t o  the  l ink ' s  resonant frequency, as de- 
picted i n  Figure 17 .  
The V5 screen supply transformers were a l so  
found t o  have low s t ray  magnetic f i e lds  and there- 
fore  were an unlikely cause of the  fuses fa i lures .  
Corona. - Corona is pa r t i c l e  ionization due t o  
The t h i r d  theory of fe r -  
-
l o c a  high f i e l d  gradient. 
ed t o  explain the  in te rna l  arcs  was based on the 
presence of corona a t  or near some of the  high 
voltage terminals. A low voltage a rc  over could 
occur i f  the amount of corona (or  plasma) were 
suf f ic ien t .  
we sought t o  ident i fy  the locations of corona 
discharge by observing a PIC operating i n  an evac- 
uated darkened tank. A t  the  highest input voltage 
(75  V ai5d above) we did observe a corona-like glow 
on the windings of a V4 (anode) transformer. This 
transformer was removed and replaced with another 
of the  same type. 
served upon energizing the  replacement. 
apparently f au l ty  transformer was  returned t o  the 
manufacturer but he was unable t o  f ind  anything 
wrong with it. 
No evidence of corona was ob- 
The 
The standard cure for corona i s  t o  increase 
the radii of any sharp corners i n  order t o  reduce 
the e l ec t r i c  f i e l d  gradient. In  some places where 
corona was seen, such as on the  V4 transformer 
windings, it was judged impossible t o  reduce corona 
without a major transformer redesign. 
Since most of the high voltage terminals and 
connectors were f r ee  of sharp corners there  was 
not much tha t  could be done i n  t h i s  area. 
The f ixes  described i n  the  next section under 
e l ec t r i c  f i e lds  a l so  served t o  reduce the  corona. 
This i s  reasonable since the corona is  due t o  high 
f i e l d  gradients. 
E lec t r ic  f ie lds .  - In  the  open-construction 
The eleEtr ic  f i e l d  
real' ' con- 
design the empty space between components has a 
cer ta in  d ie lec t r ic  strength. 
f a i lu re  theory speculated that under 
ditions, a combination of f ie ld  gradient, spacing 
and pressure environment may combine t o  permit 
arcing. This was thought, i n  s p i t e  of the  f ac t  
that our present gas discharge knowledge predicted 
tha t  our high voltage component spacing was ade- 
quat e. 
The first response t o  this theory was  t o  make 
f ine  w i r e  mesh e lec t ros ta t ic  shields  t o  cover the 
high voltage terminals. 
f i e lds  could be terminated away from the  low vol t -  
age bus, then any breakdowns occurring would be 
extinguished before causing secondary arcs. 
We reasoned tha t  i f  the 
In i t i a l ly ,  l i t t l e  success was achieved be- 
cause it was hard t o  make the complex shapes nec- 
essary t o  provide shielding while avoiding short- 
ing out the c r i t i c a l  terminals. 
Conformal coating had been considered for  our 
PIC c i r cu i t s  and components but i ts  use had been 
l imited t o  the back s ide  of the  printed c i r cu i t  
boards. 
a l l  exposed terminals because we f e l t  t h a t  i ts  
application would be hard t o  control and could 
even become a source of gas i f  it contained bubbles. 
Conformal coating had not been applied t o  
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Now we became wil l ing t o  accept the coating prob- 
lems i f  the added d ie lec t r ic  would reduce the  in-  
t e rna l  arcing. 
terminals i n  the  PIC were coated i n  an attempt t o  
completely solve the arcing problem. 
All  high and low voltage exposed 
We attempted t o  apply the  coating t o  a thick- 
ness of 5 mils t o  provide 18 000 V d ie lec t r ic  pro- 
tect ion.  Upon operating the PIC i n  the t e s t  cham- 
ber the problem did not reoccur i n  the  V4 areas but 
fur ther  tes t ing  revealed continued arcing i n  the V5 
area. Close examination of this area revealed 
spots where ei ther  no coating had been applied or 
sharp edges thinned the coating t o  an inadequate 
thickness. We concluded t h a t  the geometry of the 
par t s  i n  the V5 area prevented complete coating and 
adequate thickness build-up on points and edges. 
We looked for  something tha t  could overcome 
The 5 mil film would give us 36 000 V of 
these fa i l ings  and decided on aluminized, Kapton" 
film. 
d ie lec t r ic  protection when used double thickness. 
We folded the material with the aluminized s ides  
facing inward. This f i lm was used i n  several other 
applications on the  SERT I1 spacecraft. The Kapton 
proved t o  be re la t ive ly  easy t o  work with and pro- 
vided the dual function of terminating the e l ec t r i c  
f i e l d  on the grounded conductive s ide  and providing 
additional i so la t ion  i n  t h e  Kapton substrate. 
The Kapton was used only where close and l i ne -  
of-sight spacing existed between high and low vol t -  
age terminals. 
In the course of disassembling the PIC'S t o  
conformally coat the  inner c i r cu i t s  we noticed tha t  
there  were evidences of arcing on the  inner c i r -  
cu i t  boards. The arcs  occurred between high vol t -  
age transformer terminals i n  the center of the  PIC 
and the screen supply V5 control board. Arcs on 
t h i s  board accounted for V5 fuse fa i lures .  Con- 
formally recoating these inner c i r cu i t  boards and 
adding a double layer of Kapton bar r ie r  between the 
offending terminals stopped the  breakdowns i n  t h i s  
area. Based on the posi t ive r e su l t s  of the con- 
formal coating and Kapton bar r ie r  t e s t s  these two 
f ixes  were incorporated in to  the f l i g h t  PIC' s . 
Anode supply diode reconfiguration. - Although 
these d ie lec t r ic  f ixes  can prevent breakdowns, as 
an extra precaution W t h e r  corrective mearjuxes 
were taken. A c i r cu i t  analysis indicated that the 
two-diode f u l l  wave configuration we were using 
could be subjected t o  excessively high PIV (peak 
inverse voltages) i f  an a rc  occurred. 
A s t ra ight  forward solution t o  t h i s  proSlem 
was t o  reconfigure the V4 diodes t o  a full wave 
bridge which has inherent inverse voltage protec- 
t ion.  No more failures occurred a f t e r  going t o  the 
bridge configuration. See Fig. 18 for  schematic 
of the two bridge configurations. 
Fl ight  configuration. - The f i n a l  PIC config- 
uration is  shown i n  Fig. 19. 
Kapton bar r ie rs  were used t o  cover each of the 
V5 module transformer primary terminals. 
V5 inductors located on the  vertical. end bracket 
and the 8 kHz capacitors and fuses on the same 
bracket were housed i n  small Kapton enclosures. 
Also the 
The VS t rans is tors  mounted on the  middle ver- 
t i c a l  bracket i n  the high voltage end of the P/C 
were covered by a piece of Kapton draped over the 
bracket and secured by the terminal plate .  
The last bar r ie r  used was  the  one in s t a l l ed  
between the center section supplies and the screen 
supply printed c i r cu i t  board. 
Description of Solutions 
Conformal Coating 
The conformal coating added t o  the PIC was 
Magna Coating and Chemical Corporations Laminar 
X500 3C-23, c lear  polyurethane. The properties 
include: d ie lec t r ic  constant 2.7, and d i e l ec t r i c  
strength 3700 V l m i l .  
The effectiveness of the conformal coating 
was tes ted  by preparing two ident ica l  c i r cu i t  
cards with only solder terminals and leads. 
card was coated, the second was not. When tes ted  
under the same conditions i n  a b e l l  j a r ,  an arc  
was igni ted on the uncoated card and no a rc  could 
be s t a r t ed  on the  coated card. 
One 
Conformal coating i s  a good method of improv- 
ing t h e , r e l i a b i l i t y  of vacuum insulation at both 
high and low voltages. Conformal coating is  rec-  
omended for  new power conditioning designs. 
Although the material used was sa t i s fac tory  it i s  
possible tha t  be t te r  materials and application 
methods can be developed. 
Aluminized Insulating Barriers 
The aluminized p l a s t i c  bar r ie rs  ins ta l led  i n  
the high voltage supplies were fabricated from 
two materials: 
Kapton) 5 mils thick with evapor ted aluminum on 
one side, second, kapton tape, 12 mils thick in-  
cluding adhesive. The properties of kapton in-  
clude: d i e l ec t r i c  constant-of 4.0, d ie lec t r ic  
strength of 3600 V/mil ,  and t e n s i l e  s t rength of 
20 000 p s i  a t  20' C. 
first, polyimide €I-film ( W o n t  
B 
The bar r ie rs  were designed t o  separate high 
and low voltage supplies. 
supplies were separated e l ec t r i ca l ly  by grouding 
the aluminized coating of the barr iers .  
r i e r s  were careful ly  designed t o  vent freely. 
The high and low voltage 
The bar- 
The effectiveness of bar r ie rs  were tes ted  i n  
combination with conformal coating by a number of 
thermal-vacuum t e s t s  of complete power condition- 
ers  a t  high input voltage. The combined f ixes  
were completely successful i n  preventing vacuum 
insulat ion fa i lures  under combined worst-case t e s t -  
ing, 
The use of barr iers  was a successful f i x  t o  
the vacuum insulat ion problems, but the materials 
used a re  not recommended for  new designs. 
Problems with the bar r ie r  materials included: 
(1) Kapton has poor tear  resistance. 
s t r e s s  r e l i e f  methods a re  required t o  prevent 
tears  from s ta r t ing .  
Special 
Trademark, W o n t  Company. a 
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( 2 )  The adhesive of the tape can develop car- 
bon tracks a t  voltages w e l l  below the  kapton break- 
down voltage. 
(3) The adhesive of the  tape tends t o  t r ap  a i r  
bubbles. 
(4) The th in  aluminum coating of the Kapton 
can be eas i ly  damaged by scatches and sharp folds. 
For new designs it i s  recommended t h a t  metal bar- 
r i e r s  coated with insulat ion be used. 
Rationalization of the Methods Used t o  Reinforce 
Vacuum Insulation 
Apparently vacuum alone is  not suf f ic ien t  in-  
sulat ion i n  high voltage applications such as  th i s .  
Large separations between high voltage and ground 
or low voltage c i rcu i t s  does not necessarily i m -  
prove vacuum insulation. 
Conformal insulat ion coating of a l l  high and 
low voltage conductors i s  believed t o  be effect ive 
for  the following reasons: 
(1) Ambient plasma is  i so la ted  from bare term- 
ina ls .  
(2 )  The coating suppresses photoelectric and 
secondary electron mission. 
(3) Surface contamination breakdown from such 
things as solder f lux is  prevented. 
(4) The coating may jnhib i t  f i e l d  emission by 
space charge effects .  
(5) The coating prevents shorts  due t o  metal 
chips. 
Vented and grounded compartments around each 
high voltage supply is believed t o  be effect ive fo r  
the following reasons: 
(1) Ground shielding keeps high voltage break- 
downs from occurring and/or s t a r t i ng  low voltage 
arcs. 
( 2 )  Outgassing e f fec ts  a r e  kept localized. 
Tests a r e  currently being conducted t o  ascer- 
t a i n  which of the  above factors ,  i f  any, affected 
the performance of the P/C. 
sions can be drawn from the  test resu l t s .  
To date, no conclu- 
Space Operation i n  Comparison with Ground Testing 
The power conditioner performance i n  space has 
been perfect  t o  date without exception. 
pplies a re  powering the i r  th rus te r  loads well 
within the i r  specified ranges. Thruster arcs  are 
occurring on an average of 4 per day and the  PIC 
is  safely handling these overloads with no apparent 
adverse effects .  
the measured operating parameters a re  constant 
within the telemetry resolution. The passive ther-  
mal design of t he  spacecraft i s  allowing the P/C 
t o  operate with i t s  baseplate a t  98.6' F and i t s  
internal  area a t  110' F. The anticipated opera- 
t iona l  l i m i t  was 120' F and the t e s t  l i m i t  was  
140' F. 
no-load, beginning of mission, did not reach the  
A l l  su- 
A l l  control loops a re  s tab le  and 
The input voltage t o  the  P/C, highest at 
maximum ant ic ipated level .  It was expected t o  
reach 7% V but never exceeded 72 V. Ikerefore 
voltage s t ress ,  especially on the  unregulated high 
voltage supplies, was l e s s  than planned and quali- 
f i ed  for. 
measured values i n  f l i g h t  i s  87.5 percent compared 
t o  a design goal of 87 percent. 
The power efficiency calculated from 
Fl ight  performance compares very well with 
ground tes t ing .  
obtained during ground tes t ing  where the P/C and 
thruster  were mounted i n  t h e i r  f l i g h t  configuration 
on the  spacecraft i n  a vacuum tank. 
t a i n  t e s t  conditions on the ground resul ted i n  
more frequent th rus te r  arcs, t he  arcs  during long 
uninterrupted tests compare favorably with the 
number recorded i n  f l i gh t .  
All operating values equal those 
Although cer- 
Concluding Remarks 
The development of a r e l i ab le  power condi- 
t ioner  for  SEBT I1 was not undertaken with the 
idea of advancing the state-of-the-art i n  elec- 
t ronic  power conversion equipment. Nevertheless, 
development within the f l i g h t  constraints re -  
sul ted i n  some advances worth noting. The design 
of a P/C t o  operate an ion thrus te r  i s  a d i f f i c u l t  
task and the handling of high voltages with t h e i r  
resul t ing arcs  posed some design problems. 
l i m i t  protection proved adequate i n  all areas 
where used. The interrupt ion of the high voltages 
when an a rc  occurs and the i r  subsequent reapplica- 
t ion  t o  r e s t a r t  the beam, although simple i n  con- 
cept, proved very successful. 
Current 
Although i ts  adequacy was questioned a t  times, 
the open-to-vacuum construction of the power con- 
ditioner proved t o  be qui te  sat isfactory.  It a lso  
made disassembly and repair  during development 
much easier. Our r e su l t s  show t h a t  it i s  not d i f -  
f i c u l t  t o  design components and the i r  layout t o  
get  good venting. 
The in te rna l  arcing problems that did occur 
during development could not be a t t r ibu ted  t o  a 
f a i l i ng  of the open-to-vacuum design. 
t rary,  our tes t ing  only tended t o  show that out- 
gassing w a s  not the cause. 
conformal coating and aluminized insulating bar- 
r i e r s  were all tha t  was  needed fo r  successful per- 
formance. It was concluded tha t  the  existence of 
a good vacuum and spacing alone were not enough t o  
prevellt breakdowns. 
must be provided. 
t h i s  as well as surface protection. But i f  surface 
geometry i s  complex and sharp corners ex is t  it may 
not be adequate i n  i t s e l f .  
provide the added protection. Although the  f i x  on 
SERT I1 is  not recommended for  new design, the 
principles employed are  recommended. To t h i s  end 
the low and high voltages must be physically sep- 
arated by a barr ier .  Wherever possible t h i s  bar- 
r i e r  should be a par t  of the s t ructure .  
On the con- 
Ultimately the  use of 
A be t te r  insulat ing medium 
Conformal coating may provide 
The insulating sheets 
Investigations a re  current ly  proceeding i n  an 
attempt t o  more fu l ly  explain the  phenomena tha t  
caused the breakdowns. Even without a ful l  ex- 
planation though, the techniques for  success a re  
c lear  i n  this  discussion. 
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Weight loss at 130' C and 2X10e6 t o  6)<10'6 t o r r  
Material Percent loss  Days  on test Percent loss Days on t e s t  
G-7 fiberglass laminate 0.013 1 0.026 14 
Silicone fiberglas tubes .021 1 .015 ll 
Isomica 4350, postcured .016 3 .023 10 
Nomex f ibe r  3.39 1 3.33 3 
Silicone-fiberglass sleeving * 043 1 .054 11 
MgO coated laminations .002 1 .002 11 
DC 2104 s i l icone r e s in  ,025 1 .047 7 
Mass spectrometer tests Loss r a t e ,  r- percent/100 IT a f t e r  1 daya 
Figure 1. - Power conditioner with cover installed. C-70-690 
Figure 2. - Power conditioner without cover. C-70-691 
Figure 3. - P. C. block diagram. 
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Figure 4. - Possible arc  paths in ion thruster. 
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Figure 5. - Keeper supply volt-amp characteristic. 
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Figure 7. - Beamcur ren t  overload cycle. 
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Figure 9. - Paschen breakdown voltage 





Figure la - Paschen breakdown voltage 
fo r  large a i r  gaps. 
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Figure 11. - A i r  flow rate for two leak hole sizes. 
f i g u r e  12. - Part ia l ly  assembled power condit ioner. 
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Figure 13. - Cross  section at vent holes through 
double wall cover of power conditioner. 
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Figure 14. - V e n t i n g  tests on experimental model, pressure, 
versus time. 
cs-54823 
Figure 15. - High voltage transformer used in power conditioner. 
cs-54830 
Figure 16. - High to low voltage transfer arc on V4 anode supply. 
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Figure 19. - Power condi t ioner w i th  bar r ie rs  installed. 
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